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Section A: National Data System Coding (i.e., PCS) 

Transaction Code NDPES yy/mm/dd Inspection Type Inspector Fac Type 
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Section B: Facility Data 

Name and Location of Facility Inspected (For industrial users discharging to POTW, also Entry Time/Date Permit Effective Date 

include POTW name and NDPES permit number) 900AM October 26, 1994 

City of Brockton WWTP Oct 10, 2001 

303 Oak Hill Way Exit Time/Date Permit Expiration Date 

Brockton, MA 02401 400 PM October 26, 1998 

Oct 10, 2001 

Name(s) of On-Site Representative(s)!Title(s)/Phone and Fax Number(s) Other Facility Data 

Pat Flynn I Head Operator /508 580-7885 

John Kazlauskas I Project Manager /508 580-7885 

Name, Address of responsible Official/Title/Phone and Fax Number. 

John Kazlauskas (US Filter operated) Same as above contacted yes 

Bob Smith I DPW Commissioner contacted NO Contacted 

~ Yes ~ No 

Section C: Areas Evaluated During Inspection (Check only those areas evaluated) 

~ ~m" ~ Flow"'"""~"' ~ Opoc•tio"' & "''"""'"~ ~ CSO/SSO ("w" Ow~ow) 
Records/Reports Self-Monitoring Program Sludge Handling/Disposal Pollution Prevention 

Facility Site Review Compliance Schedules Pretreatment Multimedia 

EffluenUReceiving Waters Laboratory Storm Water Other: 

Section D: Summary of Findings/Comments (Attach additional sheets of narrative and checklists as necessary) 

Facility operated by US Filter under contract with City of Brockton 

Plant design flow 18 MGD with peak of 36 MGD, currently 17 - 18 MGD 

Some foam on river from discharge extending -50 feet downstream and <1/4 thick in clumps, step cascade aeration on effluent creates foam 

June 15,2001 ferrous chloride spill (est. 200-300 gal) to ground and then to storm drain to river, cleaned up by diluting with water to storm drain. NOT ~epo 

Dead grass in area (11' by 65') of spill , new loam and grass seed but minimal growth, pH paper test of soil & water detected pH < 1 to pH 3 in soil at spill a e 
August 31, 2001 ferrous chloride spill (est. 10 gal) to dike area from over filling storage tank, dike area contained rain water and both pumped to paved 

ground and ran down 2 storm drains to river, paved area washed down storm drain, very visible orang\tains on pavement to storm drains. Reported to EF 1\ 

5 gal plastic pail1/2 full of 2,5 -D herbicide leaking on floor of "telephone" I "electric" room of building 1J. 12. Floor stain area - 3' by 5' 

sludge leaking outside under berm area, sludge was <1/4 inch thick in area 3' by 5' , during rain area would drain to storm water drain to river 

Main pump station wet well area has surcharged and walkway covered with 6 inches of solids 

Flow reported by using hourly instantaneous measurments that are averaged , There are no totalizers on influent mag meters and 1 of the 2 parshall flume~ 

Some dewatered sludge on conveyor byyasses route to incinerator and is collected in truck and disposed in onsite landfill , about 1 truck load is generated 

every 1-2 weeks and disposed in the landfill, the truck was almost full of dewatered sludge during the inspection 

Empty polymer totes are stored outside, 17 old drums were stored outside and 7 of them were missing bungs and had old polymer/rain water in them 

containment dike for 8000 gal sodium hypochlorite (12-13%) tank has drain to sewer, drain valve broken in open position 

Name(s) and Signature(s) of lnsp~:z; Agency/Office/Phone and Fax Numbers Date 

DanieiS. Granz ~~ • US EPA, OEME, EIA /617 918-8358 Oct. 10,2001 

"-~ 

Signature of Management QA Reviewer Agency/Office/Phone and Fax Numbers Date 

EPA Form 3560-3 (electronic version) (Rev 9-94) Previous editions are obsolete. 
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Section B: Facility Data 

Name and Loca tion of Facility Inspected (For industrial users discharging to POTW, also ' Entry T1me/Date I Permit Effective Date 

include POTW name and NDPES permit number) !900 AM October 26. 1994 

City of Brockton WWTP 
Oct 10, 2001 
- -

303 Oak Hill Way 
Exit Time/Date Permit Expiration Date 

Brockton, MA 02401 
1
400 PM October 26. 1998 

! Oct 10, 2001 

- - - ' 
Name(s) of On-Site Representative(s)!Title(s)/Phone and Fax Number(s) Other Facility Data 

Pat Flynn I Head Operator I 508 580-7885 I 

John K; zlauskas I Project Manager /508 580-7885 
I 

I 

- - - -- ·- ' 
.. 

Name, Address of responsible Offi cia l/Title/Phone and Fax Number ,J1 

John K :zlauskas (US Fi lter operated) Same as above contacted yes 

Bob Sr ith I DPW Commissioner contacted NO Contacted 

~ Yes [ X j No 
' 

f- Section C: Areas Evaluated During Inspection (Check only those areas evaluated) 

t--

m eomil 
A Flow ""'""mool w Opoc•li•" & M•tot'"'"" ~ CSOISSO ("wo• 0'"11ow) 

.lecords/Reports Self-Monitoring Program Sludge Handling/Disposal Pollution Prevent.1n 

t'acility Site Review Compliance Schedules Pretreatment Multimedia 
I 

.~ffluenUReceiving Waters Laboratory Storm Water l Other: 

f------ Section D: Summa~ of Findin~s/Comments ~Attach additional sheets of narrative and checklists as necessary) 

Facility operated by US Filter under contract with City of Brock1on 

Plant design flow 18 MGD with peak of 36 MGD, currently 17 - 18 MGD 

Some foam on river from discharge extending -50 feet downstream and <_1 14 thick in clumps, step cascade aeration on effluent creates foam 

June 15,2001 ferrous chloride spill (est. 200-300 gal) to ground and then to storm drain to river, cleaned up by diluting with water to storm drain. NOT repo 

Dead grass in area (11' by 65') of spill, new loam and grass seed but minimal grow1h, pH paper test of soil & water detected pH < 1 to pH 3 in soil at spil l a 

August 31, 2001 ferrous chloride spill (est. 10 gal) to dike area from over fill ing storage tank, dike area contained rain water and both pumped to paved 

ground and ran down 2 storm drains to river, paved area washed down storm drain, very visible orang~tains on pavement to storm drains. Reported to EF A. 

5 gal plastic pail1/2 full of 7.5 -D herbicide leaking on floor of '1elephone"/ "electric" room of building fi 12. Floor stain area- 3' by 5' 

sludge leaking outside under berm area, sludge was <1/4 inch thick in area 3' by 5', during rain area would drain to storm water drain to river 

Main pump station wet well area has surcharged and walkway covered with 6 inches of solids 

Flow re~ orted by using hourly instantaneous measurments that are averaged, There are no totalizers on influent mag meters and 1 of the;;> parshall flume 

Some ,.awatered sludge on conveyor by __passes route to incinerator and is collected in truck and disposed in onsite landfill , about 1 truck k 1d is generated 

every 1-2 weeks and disposed in the landfill , the truck was almost full of dewatered sludge during the inspection 

Empty polymer totes are stored outside, 17 old drums were stored outside and 7 of them were missing bungs and had old polymer/rain water in them 

containment dike for 8000 gal sodium hypochlorite (12-13%) tank has drain to sewer, drain valve broken in open position 

Name(s) and Signature(s) of lnspe,cJ(s~ Agency/Office/Phone and Fax Numbers Date 

Daniel S. Granz ..9. wf;· . _}., US EPA, OEME, EIA /617 918-8358 Oct. 10,2001 

".A . I~ 

Signature of Management QA Reviewer Agency/Office/Phone and Fax Numbers Date 

EPA Form 3560-3 (electronic version) (Rev 9-94) Previous editions are obsolete. 



UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 
REGION I 

11 Technology Drive, Chelmsford, MA 01863 

Inspection Report 

Date: June 22, 2005 

Subj: Brockton Wastewater Treatment Plant- MA0101010 

303 Oak Hill Way 
Brockton, MA 02301 -TEL 508-580-7885 

NPDES Compliance Evaluation Inspection, May 25, 2005 

Inspector: 
Rich Fisher, Environmental Engineer 

USEP NOEME/EIA 

On May 25, 2005, I conducted a NPDES compliance evaluation inspection at the Brockton 

wastewater treatment facility in Brockton, MA. The facility contact during the inspection was Jim 

Lauzon, responsible official and Project Manager for Veolia Water, the contract operator. Currently, 

the plant's design capacity is 18.4 MGD and is operated by 30 employees with 24 hr/7 day coverage. 

Standard staffing consists of three people per shift. In addition to municipal sewerage from Brockton, 

the facility receives approximately 1 MGD each from Abington and Whitman. 

The facility is being upgraded in three phases. Mr. Lauzon stated that Phase I construction is 

underway, Phase II is currently going out to bid, and a kickoff meeting to discuss the forthcoming 

Phase II was scheduled for the week of the inspection. He stated that Phase I consists primarily of 

electrical work and implementation of a new primary effluent pump station. During the ongoing 

upgrade phase, one aeration tank out of the seven is off-line while walls are constructed for the 

purpose of creating an anoxic zone and fine-bubble diffusers are installed. After approximately one 

month when this aeration basin upgrade is completed, another aeration basin will be taken off-line for 

a similar upgrade. Mr. Lauzon stated that the three aeration basins in the "south train" will all have to 

be taken off-line to install new blowers. He stated that since all the wastewater will be diverted to the 

"north train" during this portion of the upgrade, this work may be conducted during a low-flow period 

in the fall. 

Mr. Lauzon stated that there are ongoing upgrades to the collection system to minimize the effects of 

inflow/infiltration (III). He couldn't provide information on these activities because Veolia Water is 

not tasked with managing the collection system with the exception of the two municipally-owned 

pump stations (a third is on private property). He stated that both pump stations were being tied into 

the POTW's SCAD A system. Both stations have backup power in the form of diesel generator stets. 

High level alarms currently trigger a beacon at the plant, but will be tied into the plant SCADA 
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system within a couple weeks of the inspection. He stated that storm drains at the facility drain 
directly to the river. 

Unit processes observed: 

1. Grit tanks - one of two is on-line; ferric chloride added for phosphorus removal; plant water 
running into the on-line grit chamber. 

2. Primary clarification - primary effluent flows through a channel immediately adjacent to the 
chlorine contact chamber. 

3. Flow split into north and south trains. 
4. South train aeration basins - one of three off-line while diffusers and baffles being installed 
5. Chlorine contact chamber - river level observed to be almost as high as the level in the contact 

chamber. 
6. Dissolved air floatation (DAF). units - tw·o of four on-line; will be replaced with two gravity 

belt thickeners during Phase II of the upgrade; sludge pumped to sludge storage tanks, mixed 
with primary sludge, centrifuged, and incinerated on - the Brockton facility incinerates only 
sludge generated on site, except a small amount from the Veolia-operated Cohasset facility. 

Facility laboratory: 

Bill Brodeur, Senior Lab Technician, was the facility contact during this portion of the inspection. A 
Hach Pocket Colorimeter is used to analyze plant effluent for residual chlorine. Mr. Brodeur stated 
that three grab samples are collected each day, and that further samples are collected for analysis 
should the original three samples result in an average that is above the permit limit. The calibration 
of the colorimeter is checked once per day with potassium permanganate. 

New automatic influent composite sampler was being installed before the grit chambers. In the 
meantime, the facility was collecting manual1-liter aliquots every two hours for composite samples. 
These aliquots are manually flow-proportioned. Effluent composite samples are collected 
automatically by a time-paced unit collecting 500 mllhr. 

Dilution water in the laboratory is generated using reverse osmosis and filtration. No check of this 
water quality is conducted although the filters are changed every two years. One phosphorus standard 
solution was beyond expiration date and so Mr. Brodeur dumped it during the inspection. The pH 
meter is calibrated with 4, 7, and 10 S.U. buffer solutions. The 10 S.U. solution had expired in 
January, 2005. No documentation was available to demonstrate that the flow meters have been 
calibrated - including the influent flow meter which is used to activate chlorine injection according to 
Mr. Lauzon. The methods and apparatus for analyzing effluent for chlorine, TSS, fecal coliform, 
phosphorus, CBOD, and ammonia were all observed. 
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United States Environmental P(otection Agency Form Approved. 

Washington, D.C. 20460 OMB No. 2040·0051 

111;;1 Water Compli·ance Inspection Report 
Approval expires 10·31·95 

Section A: National Data System Coding (i.e., PCS) 

Transaction Code NDPES yy/mm/dd Inspection Type Inspector Fac Type 
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Section 8: Facility Data 

Name and Location of Facility Inspected (For industrial users discharging to POTW, also Entry Time/Date Permit Effective Date 

include POTW name and NDPES permit number) 

Brockton Wastewater Treatment Facility 

303 Oak Hill Way 
Exit Time/Date Permit Expiration Date 

Brockton, MA 02301 

Name(s) of On-Site Representative(s)/Title(s)/Phone and Fax Number(s) Other Facility Data 

Jim Lauzon/Project Manager/508·580·7885 

Name, Address of responsible Official/Title/Phone and Fax Number. 

Jim Lauzon/Project Manager/508·580-7885 
Contacted 

0 Yes D No 

Section C: Areas Evaluated During Inspection (Check only those areas evaluated) 

m Pomll 0 Flow M'"""mool ~ Qpe,,;;oo, & "''"""'"" n CSO/SSO ("~' Ovorllow) 

Records/Reports Self-Monitoring Program Sludge Handling/Disposal Pollution Prevention 

Facility Site Review Compliance Schedules Pretreatment Multimedia 

Effluent/Receiving Waters Laboratory Storm Water Other: 

Section D: Summary of Findings/Comments (Attach additional sheets of narrative and checklists as necessary) 

Report to follow. 

_../ / 

"·m·(·)Md Slgzn Agency/Office/Phone and Fax Numbers Date 

Richard Fisher · V USEPAIEIA (617) 918-8318 June 15, 2005 

Signature of Management QA Reviewer Agency/Office/Phone and Fax Numbers Date 

EPA Form 3560-3 (electronic version) (Rev 9-94) Previous editions are obsolete. 



Memorandum 

Date: October 11, 200 1 

UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 

Region 1 New England 

Office of Environmental Measurement and Evaluation 

11 Technology Drive, N. Chelmsford, MA 01863 

Subj: Brockton Wastewater Treatment Plant, possible RCRA issues 

Brockton, MA 

From: Daniel Granz, EIA 

To : Ken Rota, SER, 

On October 10. 200 I. Daniel Granz visited the Brockton wastewater Treatment Pl ant located at 303 ., 

Oak Hill Way in Brockton, M '\. to complete an NPDES inspection at the facility. The facility 

representative for the tour wa, Pat Flynn Head Operator, and at the end of the inspection the 

debriefing was with John Ka2 iauskas, Project Manager. The municipal wastewater treatment 

facil ity is operated by US Filkr employees under contract with the City of Brockton. The facility 

phone number is (508) 580-7885. 

The facility uses ferrous chlor~de addition in the wastewater to precipitate phosphorus. There were 

two spills of ferrous chl oride ;hat went down storm drains to the Salisbury Plain River. 

June 15, 2001 Spill 

An approximately 4000-gallon tank was located on top of the wastewater channel grate between the 

grit chambers and primary clarifiers. The typical operation up to 6115/01 was to fill the tank with 

ferrous chloride and allow it to drip by gravity into the wastewater stream. Ferrous chloride was 

pumped from an outside dikeo 7000 gallon storage tank to the feed tank located over the wastewater 

channel. 

According to Mr. Flynn, 3000 gallons of ferrous chloride was in the 4000-gallon feed tank at 1200 

A.M. on 6115/01. The feed tank had a major leak which was discovered around 500 A.M. on 

6/15/01. The ferrous chloride leak went into the wastewater channel and onto the ground. The spill 

on the ground ran down a grassed hill onto pavement and toward the stormwater drains. The ferrous 

spill was NOT captured but was hosed down into the storm drain to the river. The amount spilled 
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onto the ground was estimated at 200-300 ga llons according to Mr. Flynn. He was not present \vhen 

the spill occurred. 

The 4000-gallon feed tank was drained into the wastewater stream and removed from the channel 

grating. The tank was still on site between the sand filter building and river. The tank was 

examined and appeared ·'clean" with no residual ferrous chloride in it. Since the June I 5, 200 I­

spill, the ferrous chloride has been slowly pumped from the main storage tank to the entry point into 

the wastewater stream at the location where the feed tank had been located . 

An area 0f approximately I I feet by 65 Ceet sloping down the hill had no grass . lt appeared to have 

new loam and grass seed in it. There were some adjacent areas that had new grass growing. I tested 

several areas for pH where there was no grass growing. I dug into the underlying soil about one 

inch, then placed distilled water in the depression, and then using pH indicator paper measured the 

pH. The fol lowing pH readings were obtained: ~ 2.5-3 , ~2, ~2.5 , ~2.5 , and < I. The pH < 1 '.;vas 

located in the soil at the top of the hill next to where the feed tank was located . No soil at g1 ~ater 

than I inch was tested . 

Mr. Flynn and Mr. Kazlauskas were told the ferrous ch loride spill still needed to be remediakd . 

The facility has lime on site for use in the wastewater treatment plant. I told them si nce the ferrous 

ch lorid · ~ spi lled was a pH < I and there was residual in the soil of pH < 1 that the waste may l>e 

considered a RCRA waste requiring approval from MADEP/EPA for treatment of the low pl-~ soil 

with lirne. I also told them that they could not simply dig up the contaminated soil and dump it in 

the on ~ ite landfill used for wastewater treatment solids. 

Mr. Ka::lauskas said the June 15, 2001, ferrous chloride spill was NOT reported to EPA or MA.DEP. 

August 31, 2001 Spill 

On August 31 , 2001 , the 7000-gallon ferrous chloride storage tank was filled. The tank was over 

filled and approximately 10 gallons spilled into the containment dike area. The dike area contained 

rain water also. The rain water and ferrous chloride were pumped out of the dike area onto the 

pavemeflt and ran into two storm drains to the river. 

During the inspection, there were very visible orange colored iron stains on the pavement leading to 

the storm drains. Distilled water was placed on four areas of the stained pavement and then tested 

with pH indicator paper. The pH was approximately 6. Directly under the fill pipe to the tank was a 

small puddle of yellow liquid on the pavement outside the containment dike. The pH of the liquid 

was pH < 1 using pH paper. 

Mr. Kazlauskas said the August 31 , 2001, ferrous chloride spill was reported to EPA and MADEP. 
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Herbicide Spill 

In the lower level of Building# 12 in the " telephone" I ' 'electric" room, there is a leaking 5 gallon 
white plastic pail labeled containing 2,4 -D. There was wet staining (approximately 5' by 3' area) on 
the concrete floor under and around the bucket of herbicide. The container was approximately half 
full. The spill extended to a small '·dry" ' transformer and under some old window screens. 

Hyd rochloric Acid Storage 

There is a 5000-gallon tank about half full of dilute hydrochloric acid m the basement level of the 
sludge building. The acid solution was tested with pH paper and found to be a pH of < l. The 
hydroch loric acid solution was used in the past to clean the sludge plate screens for the filter press. 
The t\:vo plate fi lter presses have not been used for more than 2 years . U S Filter has operated a 
centrifuge on site for dewatering s ludge for the past 2+ years. The hydrochloric acid tank has no 
dike around it and is located adjacent to the floor trench drain leadir.g to the wastewater treatment 
S\'Stem. 

cc: Steve Couto, SEW 
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Dan Granz 

10/15/01 01:40 PM 

Don, 

To: Don GranUR1/USEPNUS@EPA 
cc: 

Subject: SPCC 308 possibility 

I was at Brockton , MA POTW last week (October 1 0) and I suspect they need an SPCC plan and none was seen while on site. I do not have the exact amounts of petroleum products stored at the facility which is operated by the contractor US Filter. 

500 gal AST diesel fuel tank outside, for portable pumps 
275 gal AST diesel fuel tank on portable generator trailer in garage est. 500 - 1000 gal AST diesel fuel tank in base of 06 lift station generator est. 50 gal AST day tank for main pump station generator, inside building est. 5000-10000 AST ?fuel oil tank for incinerator, inside building in concrete vault room, door to room­tank visible 
est. 5-10 55 gallon drums of varies oil lubricants in side buildings est. 2000 gal UST diesel fuel for main pump station generator 3 large pad mounted transformers (may actually be two on eack pad) est. a total of several hundred gallons of fluid 

There are water issues, potential RCRA, and potential CERCLA issue~, from two ferrous chloride spills at the facility 
- --------and Steve C. , Ken R. , and Don M. I Ray D. have been notified. 

Contact at facility : 

John Kazlauskas Project Manager - US Filter 
Brockton VWI/TP 
303 Oak Hill Way 
Brockton, MA 02401 
(508) 580-7895 

Town contact: 

Bob Smith DPW Commissioner 

(I do not have phone number or address) 

WA~IJ: 
D~A;:I A 

'3D~ /() 
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U.S. ENVIRONMENTAL PROTECTION AGENCY 
SPCC FIELD INSPECTION AND PLAN REVIEW CHECKLIST 

FOR USE AT ONSHORE FACILITIES (EXCLUDING PRODUCTION) 

Overview of the Checklist 

This checklist is designed to assist EPA inspectors in conducting a thorough and consistent 
inspection of a facility's compliance with the Spill Prevention, Control , and Countermeasure 
(SPCC) rule at 40 CFR part 112. It is a tool to help federal inspectors (or their contractors) 
record observations during the site visit and review of the SPCC Plan. While the checklist is 
comprehensive, the inspector should always refer to the SPCC rule in its entirety, the SPCC 
Regional Inspector Guidance Document, and other relevant guidance for evaluating 
compliance. This checklist must be completed in order for an inspection to count toward an 
agency measure (i.e., OEM/OECA inspection measures or GPRA). 

The checklist is organized according to the SPCC rule. Each item in the checklist identifies the 
relevant section and paragraph in 40 CFR part 112 where that requirement is stated. 
Sections 112.1 through 112.5 specify the applicability of the rule and requirements for the 
preparation, implementation, and amendment of SPCC Plans. For these sections, the checklist 
includes data fields to be completed, as well as several questions with "yes" or "no" answers. 

Sections 112.7 through 112.12 specify requirements for spill prevention , control , and 
countermeasures. For these sections, the inspector needs to evaluate whether the requirement 
is addressed adequately or inadequately in the SPCC Plan and whether it is implemented 
adequately in the field (either by field observation or record review). For the SPCC Plan and 
implementation in the field, if a requirement is addressed adequately, mark the "Yes" box in the 
appropriate column. If a requirement is not addressed adequately, mark the "No" box. If a 
requirement does not apply to the particular facility, mark the "NA" box. If a provision of the rule 
applies only to the SPCC P.lan, the "Field" column is shaded. 

Space is provided in each section to record comments. Additional space is available on the 
comments page at the end of the checklist. Comments should remain factual and support the 
evaluation of compliance. 

Appendix A is for recording information about containers and other locations at the facility that 
require secondary containment. 

Appendix B is a checklist for documentation of the tests and inspections the faci lity operator is 
required to keep with the SPCC Plan. 

Appendix C is a checklist for oil removal contingency plans. A contingency plan is required if a 
facility determines that secondary containment is impracticable as provided in 40 CFR 112.7(d). 

Onshore Facilities (Excluding Production) Page 1 of 16 Version 1.0, 11/28/2005 
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U.S. ENVIRONMENTAL PROTECTION AGENCY 
SPCC FIELD INSPECTION AND PLAN REVIEW CHECKLIST 

FOR USE AT ONSHORE FACILITIES (EXCLUDING PRODUCTION) 

FACJLITY-INFORMATION' '' 

CITY: '<OC.. k.~v..... 
TELEPHONE: 

OWNER NAME: C,;._ 

OWNER ADDRESS: C..C 

TELEPHONE: so~ 5~tl 7/35 OWNER CONTACT PERSON: M.:l.~l.o...JL. ~~~0"'-

FACILITY TYPE: 

HOURS PER DAY FACILITY ATTENDED: TOTAL FACILITY CAPACITY: 3 C).... 

TYPE(S) OF OIL STORED: F~ 0 ~ I t..A...1o -Q_. 

I performed an SPCC inspection at the facility specmed above. 

INSPECTORSIGNATURE: ~ ~ 

Onshore Facilities (Excluding Production) Page 2 of 16 Version 1.0 
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FACILITY,REsroN~E ·P,~N (FRP) A~.~~t<:rAB,t~ITY !'_ ~ ., ·• . ~. ,- · . 
• 11'. " " 

~ -._ 
' \ . ,• .~ 

''' . i -· 
,._. 

"· 
A non-transportation related onshore facility is required to prepare and implement an FRP as outlined in 40 CFR 112.20 if: 

D The facility transfers oil over water to or from vessels and has a total oil storage capacity greater than or equal to 42,000 gallons, 
OR 

The facility has a total oil storage capacity of at least 1 million gallons, and at least one of the following is true: 
0 The facility does not have secondary containment sufficiently large to contain the capacity of the largest aboveground tank plus 

sufficient freeboard for precipitation. 

D The facility is located at a distance such that a discharge could cause injury to fish and wildlife and sensitive environments. 
D The facility is located such that a discharge would shut down a public drinking water intake. 
D The facility has had a reportable discharge greater than or equal to 10,000 gallons in the past 5 years. 

Facility has FRP: DYes DNo D Not Required I FRP Number: 

Facility has a completed and signed copy of Appendix C, Attachment C-11 , "Certification of the Applicability of the Substantial Harm 
Criteria ." DYes DNo 

Comments: 

·-:: "~--~~ ,..,. .... .;::.~:· "'·:t~~hVA~··""•-=.z.;,~f-,_;;·,. · !!'~':. t -·. 'l">-;~,w~~-l" . ., ~:""'· SP,CQ~E,.NE~~P-IJ, _ l~l:r;'{~Q ·OFR 112.1 ,,~~,11: · , --~,r;:~ ;t 1 ;.~ "'-:·~~- .~~ .. '""~:~l·'--~t;~: ~-~":~p~:~~~ . .,:,! ... 'i, ,..vq"t ii~. . - •. ~ , . '· . .,. .. • ·,,: ; ··~~ 

IS THE FACILITY REGULATED UNDER 40 CFR part 112? 

The completely buried oil storage capacity is over 42,000 gallons, OR the aggregate aboveground oil storage capacity is over 1,320 

gallons ~ 0 No AND 

The facility is a non-transportation-related facility engaged in drilling, producing, gathering, storing, processing, refining, transferring, 

distributing, using, or consuming oil and oil products, which due to its location could reasonably be expected to discharge oil into or 

upon the navigable waters of the United States (as defined in 40 CFR 110.1 ). ~s 0 No 

AFFECTED WATERWAY(S): S~b<A--r"f '0\n \.. Q_~..J e....-< I DISTANCE: o.Javo_~ ~\.)~'("" 
PATH: 

cs 

Note: The following storage capacity is not considered in detennining applicability of SPCC requirements: . Completely buried tanks subject to all the technical requirements of 4() CFR part 280 or a state program approved under 40 CFR part 281 . . Equipment subject to the _authority of the U.S. Department of Transportation, U.S. Department of the Interior, or Minerals Management Service, 

as defined in Memoranda of Understanding dated November 24, 1971, and November 8, 1993. . Any facility or part thereof used exclusively for wastewater treatment (production, recovery or recycling of oil is not considered wastewater 

treatment) . . Containers smaller than 55 gallons . . Pennanently closed containers . 

Does the facility have an SPCC Plan? DYes un:fo 

Comments: F~ ~(;_~ l.~ U...\A~ c_o~\...,...c..._<:_..~\A.. a_~ c:t-1~~ 14)000~ 
As T ~ ~\.t..Q..'-r"e•.J\:o ~. L>~~~ S ~c_ \,...o....s. lc-e.e. v.... f''~a...~& b<-t COo-t 

- I~~QYIR~~~~-;.rr~1f:p~ffiep~r4tloN·~J.{o)MP.~lEM~Nf~9~oF jtsP.~ f;~'N~Q"i.f.R~ft!;2!3'-::tt$\i';~~10{;'~ 
Date facility began operations: 

Date of initial SPCC Plan preparation: I Current plan version (date/number): 

112.3(a) For facilities in operation prior to August 16, 2002: . Plan amended by February 17, 2006 DYes ONo DNA 

. Amended Plan implemented by August 18, 2006 DYes O No DNA 

For facilities beginning operation between August 17, 2002, and August 18, 
2006, Plan prepared and fully implemented by August 18, 2006 DYes D No DNA 
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REQI.liREMENJS-fOR P;REPARATiaN ANqJMPLEMENTATiON OF ·A s~cc PLAN4Q ~CFR 112.~ ' 
l ~ 

• ,.: 

112.3(b) For facilities beginning operation after August 18, 2006, Plan prepared and fully DYes D No DNA 
& (c) implemented before beginning operations 

112.3(d) Professional Engineer certification includes statement that the PE attests: . PE is familiar with the requirements of 40 CFR part 112 DYes DNo . PE or agent has visited and examined the facil ity DYes DNo . Plan is prepared in accordance with good engineering practice including consideration of 
applicable industry standards and the requirements of 40 CFR part 112 DYes DNo . Procedures for required inspections and testing have been established DYes DNo . Plan is adequate for the facility DYes DNo 

PE Name: I License No.: I State: I Date of certification : 

112.3(e) Plan available onsite if facility is attended at least 4 hours/day DYes DNo DNA 
(If located at nearest field office, please note contact information below) 

Comments: 

A' ~ii~'ffJ•'-·~~N~BV~ " •••~'A·niJ{Nts~1f<r.RJRJ\i~n ~~~ i12.l :~;~f' '.'f -~ >;1~f?,_:~M-~·ct.~; I .n••• !;::~ · , ._,,,.....~-. ;'I:'A:AI . . ~~~·~~ .. : . . .. ,.-., .. Jtlf5f!}1' ·<.> .;;!' ~., ..... . 

112.4(a) Has the facil ity discharged a reportable quantity of oil in amounts considered harmful: more DYes DNo 
than 1,000 gallons of oil in a single discharge or more than 42 gallons in each of two 
discharges in any 12-month period (see 40 CFR part 110)? 

. If yes, was information submitted to the RA as required in § 112.4(a)? DYes DNo DNA 

. Date(s) of reportable discharges(s): . Were they reported to the NRC? DYes DNo DNA 

112.4(d), (e) Have changes required by the RA been implemented in the Plan and/or facility? DYes DNo DNA 

Comments: 

~~-~~Kr,n~;JSPr.P.<\P(.?Aft~Ynt~~f.JI~rf_i)f{pp~~!Q~-#4~F~ 1)'~~-~~-~;:1)~1~ - ~-~ ;;~~ i1t~:·. ~~ .. ~ :p] 
112.5(a) Has there been a change at the facility that materially affects the potential for a discharge? DYes DNo DNA 

. If so, was the Plan amended within six months of the change? DYes DNo DNA 

112.5(b) Review and evaluation of the Plan documented at least once every 5 years? DYes DNo DNA 

. Following Plan review, and if amendment was required, was Plan amended within six DYes DNo DNA 
months to include more effective prevention and control technology, if available? 

112.5(c) Professional Engineer certification of any technical Plan amendments in accordance with DYes DNo DNA 
§112.3(d) 

Name: I License No.: I State: j Date of certification : 

Reason for amendment: 

Amendments implemented within six months of any Plan amendment DYes DNo DNA 

Comments: . 
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INDICATE IF ITEM IS ADDRESSED ADEQUATELY (Yes), INADEQUATELY (No), OR IS NOT APPLICABLE (NA) IN PLAN AND FIELD. 

CFR 112.7 FIELO 

Management approval at a level of authority to commit the necessary resources to fully implement the Plan 0 Yes 0 No 

Name: Title: 

Plan follows sequence of the rule or provides a cross-reference of requirements in the Plan and the rule 

If Plan calls for facilities, procedures, methods, or equipment not yet fully operational, details of their installation 
and start-up are discussed (Note: Relevant for inspection evaluation and testing baselines.) 

112. 7(a)(2) If there are deviations from the requirements of the rule, the Plan states reasons for 
nonconformance 

Alternative measures described in detail and provide equivalent environmental protection (Note: 
Inspector should document if the environmental equivalence is implemented in the field) 

Describe each deviation and reasons for nonconformance: 

112.7(a)(3) Plan includes diagram with location and contents of all regulated containers (including completely 
buried tanks otherwise exempt from the SPCC requirements), transfer stations, and connecting 
pipes 

112. 7(a)(3) Plan addresses each of the following: 

(i) For each container, type of oil and storage capacity (see Appendix A) 

(ii) Discharge prevention measures, including procedures for routine handling of products 

(iii) Discharge or drainage controls, such as secondary containment around containers, and other 
structures, equipment, and procedures for the control of a discharge 

(iv) Countermeasures for discharge discovery, response, and cleanup (both facility's and contractor's 
resources) 

(v) ty1ethods of disposal of recovered materials in accordance with applicable legal requirements 

(vi) Contact list and phone numbers for the facility response coordinator, National Response Center, 
cleanup contractors contracted to respond to a discharge, and all Federal, State, and local agencies 
who must be contacted in the case of a discharge as described in § 112.1 (b) 

Comments: 
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INDICATE IF ITEM IS ADDRESSED ADEQUATELY (Yes), INA DE QUA TEL Y (No), OR IS NOT APPLICABLE (NA) IN PLAN AND FIELD. 

112. 7(a)(4) Plan includes information and procedures that enable a person reporting a discharge as described 
in § 112.1 (b) to relate information on the exact address or location and phone number of the facility; 
the date and time of the discharge; the type of material discharged; estimates of the total quantity 
discharged; estimates of the quantity discharged as described in §112.1 (b); the source of the 
discharge; a description of all affected media; the cause of the discharge; any damages or injuries 
caused by the discharge; actions being used to stop, remove, and mitigate the effects of the 
discharge; whether an evacuation may be needed; and the names of individuals and/or 
organizations who have also been contacted (Not required if a facility has an FRP) 

112.7(a)(5) Plan organized so that portions describing procedures to be used when a discharge occurs will be 
readily usable in an emergency (Not required if a facility has an FRP) 

112.7(b) Plan includes a prediction of the direction, rate of flow, and total quantity of oil that could be 
discharged for each type of major equipment failure where experience indicates a reasonable 
potential for equipment failure 

112.7(c) Appropriate containment and/or diversionary structures provided to prevent a discharge as 
described in § 112.1 (b) before cleanup occurs. The entire containment system, including walls and 
floors, are capable of containing oil and are constructed to prevent escape of a discharge from the 
containment system before cleanup occurs. (1) For onshore facilities, one of the following or its 
equivalent: (i) dikes, berms, or retaining walls sufficiently impervious to contain oil, (ii) curbing, (iii) 
culverting , gutters or other drainage systems, (iv) weirs, booms or other barriers, (v) spill diversion 
ponds, (vi) retention ponds, or (vii) sorbent materials (See Appendix A) 

112.7(d) 

112.7(e) 

Comments: 

Determination(s) of impracticability of secondary containment 

If YES, is the impracticability of secondary containment clearly demonstrated? 

Comments concerning impracticability determination(s) for secondary containment: 

If impracticability determination is made, for bulk storage containers, periodic integrity testing of 
containers and leak testing of the valves and piping associated with the container is conducted 

If impracticability determination is made, unless facility has FRP: 
(1) Contingency Plan following 40 CFR part 109 (see Appendix C checklist) is provided AND 

(2) Written commitment of manpower, equipment, and materials required to control and remove 
any quantity of oil discharged that may be harmful 

Inspections and tests conducted in accordance with written procedures 

Record of inspections or tests signed by supervisor or inspector and kept with Plan for at least 3 
years (see Appendix B checklist) 
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INDICATE IF ITEM IS ADDRESSED ADEQUATELY (Yes), INADEQUATELY (No), OR IS NOT APPLICABLE (NA) IN PLAN AND FIELD. 

GENERAL SPCC REQUt~EMEN..ts-.:40 ~FR 112.7 
;.- . :·..:. ' 

FIELD -p~ 

112.7(f) Personnel, training , and oil discharge prevention procedures 

(1) Training of oil-handling personnel in operation and maintenance of equipment to prevent discharges; DYes DYes 

discharge procedure protocols; applicable pollution control laws, rules and regulations; general facility 
DNo DNo 
DNA DNA 

operations; and contents of SPCC Plan 

(2) Person designated as accountable for discharge prevention at the facility DYes DYes 
DNo DNo • DNA DNA 

(3) Discharge prevention briefings conducted at least once a year for oil handling personnel DYes DYes 
DNo DNo 
DNA DNA . ' 

1~2 .7(g) Se.curity (excluding produgtio,n facilities) ~ 

(1) Facility fully fenced and gates are locked and/or guarded when facility is unattended DYes DYes 
DNo DNo 
DNA DNA 

(2) Master flow arid drain valves and any other valves permitting direct outward flow of the container's DYes DYes 

contents to the surface have adequate security measures so that they remain in the closed position when 
DNo DNo 
DNA DNA 

in non-operating or non-standby status 

(3) Pump starter controls ocked in "off" position and accessible only to authorized personnel when in non- DYes DYes 

operating/non-standby status DNo DNo 
DNA DNA 

(4) Loading/unloading connections of oil pipelines or facility piping securely capped or blank-flanged when not DYes DYes 

in service or when in standby service for an extended period of time, induding piping that is emptied of 
DNo DNo 
DNA DNA 

liquid content either by draining or by inert gas pressure 

(5) Adequate facility lighting commensurate with the type and location of the facility that assists in the DYes DYes 

discovery of discharges occurring during hours of darkness and to prevent discharges occurring through 
DNo DNo 
DNA DNA 

acts of vandalism 
- ., 

112.7(h) Tank car and tank truck loading/unloading rack* 

(1) Does loading/unloading area (the location adjacent to the loading or unloading rack) drainage flow to DYes DYes 
DNo DNo catchment basin or treatment facility? DYes DNo 
DNA DNA 

• If NO, quick drainage system used 

Containment system holds capacity of the largest single compartment of a tank car/truck DYes DYes 

loaded/unloaded at the facility DNo DNo 
DNA DNA 

(2) Physical barriers, warning signs, wheel chocks, or vehicle brake interlock system in lo~ding/unloading DYes DYes 

areas (the location adjacent to the loading or unloading rack) to prevent vehicles from departing before 
DNo DNo 
DNA DNA 

complete disconnection of flexible or fixed oil transfer lines 

(3) Lower-most drains and all outlets on tank cars/trucks inspected prior to filling/departure, and, if necessary DYes . DYes 

ensure that they are tightened, adjusted, or replaced to prevent liquid discharge while in transit 
DNo DNo 
DNA DNA 

Comments: 

*Note that a tank car/truck loading/unloading rack must be present for §112.7(h) to apply 
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·, "··'!¢ ..:. . -~ .. . ..- ~~PLAN AJII!f~n IGOICI>.,_.. I{~QCF~!i12.7 . ' • ri ~ ~·r-----.... 
112.7(i) Brittle fracture evaluation of field-constructed aboveground containers 

112.7(i) Brittle fracture evaluation is conducted after tank repair/alteration/change in service that might affect DYes D Yes 

the risk of a discharge or after a discharge/failure due to brittle fracture or other catastrophe, and D No DNo 
DNA DNA 

appropriate action taken as necessary (for field-constructed aboveground containers) 

112.70) State rules, regulations and guidelines and conformance with applicable sections of 40 CFR part 112 

112.70) Discussion of conformance with applicable more stringent State rules, regulations, and guidelines and DYes 

• other effective discharge prevention and containment procedures listed in 40 CFR part 112 
DNo 
DNA 

Comments: 

oNstidR'~;.¥)cttm~~ih·'•\··~·tiG~Ifoouctifl'N>'t1l'il11t2~l·i.J. ~~, · · ·· t .~~: ~i ,t~~-.. • PLAN ': ¥ae~gj . . . ·~ .. ;,~ ,...,. . " . -~~ ' . ' ·"' .' ·~"""' . ' _;(' .... - -~·. ~,... . ·-~' ; :: '· "".. ~ ' .... ~.., 

112.8(b)/112.12(bfFacilitY Drainage 
,.. , .. J 

(1) Drainage from diked storage areas is restrained by valves, OR manually activated pumps or ejectors are DYes DYes 

used and the condition of the accumulation is inspected prior to discharge to ensure no oil will be 
DNo DNo 
DNA DNA 

discharged. 

(2) Valves from diked storage areas are manual, open-and-closed design (not flapper-type drain valves) DYes DYes 
DNo DNo 
DNA DNA 

If drainage is released directly to a watercourse and not into an onsite wastewater treatment plant, storm DYes DYes 

water inspected per §112.8(c)(3)(ii), (iii), and (iv) or §112.12(c)(3)(ii), (iii), and (iv) 
DNo DNo 
DNA DNA 

(3) Drainage from undiked areas with a potential for discharge designed to flow into ponds, lagoons, or DYes DYes 

catchment basins to retain oil or return it to facility. Catchment basin located away from flood areas.* 
DNo DNo 
DNA DNA 

(4) If facility drainage not engineered as in (b )(3 ), facility equipped with a diversion system to retain oil in the DYes DYes 

facility in the event of a discharge* DNo DNo 
DNA DNA 

(5) Are facility drainage waters continuously treated in more than one treatment unit and pump transfer is needed? 
0 Yes ONo If YES: 

. Two "lift" pumps available and at least one permanently installed DYes DYes 
DNo DNo 
DNA DNA 

. Facility drainage systems engineered to prevent a discharge as described in §112.1 (b) in the case of DYes DYes 

equipment failure or human error DNo DNo 
DNA DNA 

Comments: . 

* These provisions apply only when a facility drainage system is used for containment. 
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INDICATE IF ITEM IS ADDRESSED ADEQUATELY (Yes), INADEQUATELY (No), OR IS NOT APPLICABLE (NA) IN PLAN AND FIELD. 

oNsijose F~C.:!LITI~§ :f~ct.-ui?'I.NG:~Roo~.cnoNt 112.a11i 12.1 ~ - 4:Y"--i£~~ ·. ·. ~ \ -~ ·: ~ ' . -
•. '·:t' •' PLAN . FIEJ.J>.~ . . 

112.8(c)/112.12(c) Bulk Storage Containers (See Appendix A of this checklist) 

(1) Containers compatible with material stored and conditions of storage such as pressure and temperature DYes DYes 
DNo DNo 
DNA DNA 

(2) Secondary containment to hold capacity of largest container and sufficient freeboard for precipitation DYes DYes 
DNo DNo 
DNA DNA 

Diked areas sufficiently impervious to contain discharged oil DYes DYes 
DNo DNo 
DNA DNA 

Alternatively, any discharge to a drainage trench system will be safely confined in a facility catchment DYes DYes 

basin or holding pond DNo DNo 
DNA DNA 

(3) Is there drainage of uncontaminated rainwater from diked areas into a storm drain or open watercourse? 

DYes DNo If YES: 

(i) Bypass valve normally sealed closed DYes DYes 
DNo DNo 
DNA DNA 

(ii) Retained rainwater is inspected to ensure that its presence will not cause a discharge as described in DYes DYes 

§112.1(b) DNo DNo 
DNA DNA 

(iii) Bypass valve opened and resealed under responsible supervision DYes DYes 
DNo DNo 
DNA DNA 

(iv) Adequate records of drainage are kept; for example, records required under permits issued in DYes DYes 

accordance with 40 CFR 122.41 U)(2) and (m)(3) 
DNo DNo 
DNA DNA 

(4) For completely buried metallic tanks installed on or after January 10, 197 4 (if not exempt from SPCC regulation because subject 

to all of the technical requirements of 40 CFR part 280 or 281 ): 

. Corrosion protection with coatings or cathodic protection compatible with local soil conditions DYes DYes 
DNo DNo 
DNA DNA 

. Regular leak testing conducted DYes DYes 
DNo DNo 
DNA DNA 

(5) Partially buried or bunkered metallic tanks protected from corrosion with coatings or cathodic protection DYes DYes 

compatible with local soil conditions 
DNo DNo 
DNA DNA 

Comments: 
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INDICATE IF ITEM IS ADDRESSED A DE QUA TEL Y (Yes), INADEQUATELY (No), OR IS NOT APPLICABLE (NA) IN PLAN AND FIELD. 

oNstibke F.Acit.:mes :<Eicq:~l)JNG Piibi:mcTioN~112!8t112.12 ':' . "' 
. 

FIELD ; PLAN .. , .. 
• .:-o;::..· 

112.8(c)/112.12(c) Bulk Storage Containers (continued) 

(6) Aboveground containers integrity tested by visual inspection and another technique such as hydrostatic DYes DYes 

testing, radiographic testing , ultrasonic testing , acoustic emissions testing , or another system of non-
DNo DNo 
DNA DNA destructive shell testing on a regular schedule and whenever material repairs are made 

Container supports and foundations regularly inspect; d DYes DYes 
DNo DNo 
DNA DNA 

Outside of containers frequently inspected for signs of deterioration, discharges, or accumulation of oil DYes DYes 

inside diked areas DNo DNo 
DNA DNA 

Records of inspections and tests maintained DYes DYes 
DNo DNo 
DNA DNA 

(7) Leakage through defective internal heating coils controlled: DYes DYes 

Steam returns and exhaust lines from internal heating coils that discharge into an open water source are 
DNo DNo . 
DNA DNA 

monitored. for contamination, OR . Steam returns and exhaust lines pass through a settling tank, skimmer, or other separation or retention 
system 

(8) Each container equipped with at least one of the following for liquid level sensing: (i) high liquid level alarms DYes DYes 

with an audible or visual signal at a constantly attended operation or surveillance station, or audible air vent 
DNo DNo 
DNA DNA 

in smaller facilities, (ii) high liquid level pump cutoff devices set to stop flow at a predetermined container 
content level, (iii) direct audible or code signal communication between container gauger and pumping 
station, (iv) fast response system (such as digital computers, telepulse, or direct vision gauges) and a 
person is present to monitor gauges and the overall filling of bulk storage containers, (v) liquid level sensing 
devices regularly tested to ensure proper operation 

(9) Effluent treatment facilities observed frequently enough to detect possible system upsets that could cause a DYes DYes 

discharge as described in §112.1(b) DNo DNo 
DNA DNA 

(10) Visible discharges which result in a loss of oil from the container, including but not limited to seams, DYes DYes 

gaskets, piping, pumps, valves, rivets, and bolts are promptly corrected and oil in diked areas is promptly 
DNo DNo 
DNA DNA 

removed 

(11) Mobile or portable containers positioned to prevent a discharge to prevent a discharge as described in DYes DYes 

§112.1 (b). DNo DNo 
DNA DNA 

Mobile or portable containers have secondary containment with sufficient capacity to contain the largest DYes DYes 

single compartment or container and sufficient freeboard for precipitation DNo DNo 
DNA DNA 

Comments: 
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INDICATE IF ITEM IS ADDRESSED ADEQUATELY (Yes), INADEQUATELY (No), OR IS NOT APPLICABLE (NA) IN PLAN AND FIELD. 
,, 

. .. 
112.8(d)/112.12(d) Facility transfer operations, pumping, and facility process 

(1) Buried piping installed or replaced on or after August 16, 2002 has protective wrapping 0r coating 

Buried piping installed or replaced on or after August 16, 2002 is cathodically protected or otherwise 
satisfies corrosion protection standards for piping in 40 CFR part 280 or 281 

Exposed buried piping is inspected for deterioration and corrosion damage is examined and corrected 

(2) Piping terminal connection at the transfer point is marked as to origin and capped or blank-flanged when 
not in service or in standby service for an extended time 

(3) Pipe supports are properly designed to minimize abrasion and corrosion and allow for expansion and 
contraction 

(4) Aboveground valves, piping, and appurtenances such as flange joints, expansion joints, valve glands 
and bodies, catch pans, pipeline supports, locking of valves, and metal surfaces are inspected regularly 

Integrity and leak testing conducted on buried piping at time of installation, modification, construction, 
relocation, or replacement 

(5) Vehicles warned so that no vehicle endangers aboveground piping and other oil transfer operations 

Comments: 
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Rule Provision Comment 

. 

• 

-
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" - PHOTO DOCUMENT~TION LOG .. , .. . 

' 

Photo Number Description (include date and location) 

• 

. 
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SPCC FIELD INSPECTION AND PLAN REVIEW TABLE 
Appendix A: Documentation of Field Observations for Containers and Associated Requirements 

Inspectors should use this table to document observations of containers as needed. 
Containers and Piping 

Check containers for leaks, specifically looking for: drip marks, discoloration of tanks, puddles containing spilled or leaked material, 

corrosion,packs, and localized dead vegetation, and standards/specifications of construction. 

Check foundation for: cracks, discoloration, puddles containing spilled or leaked material, settling, gaps between container and 
foundation, and damage caused by vegetation roots. 

Check piping for: droplets of stored material, discoloration, corrosion, bowing of pipe between supports, evidence of stored material 

seepage from valves or seals, and localized dead vegetation. (Document in comments section of §112.8(d} I §112.12(d).) 

Secondary Containment (Active and Passive) 

Check secondary containment for: containment system (including walls and floor) ability to contain oil such that oil will not escape the 

containment system before cleanup occurs, proper sizing, cracks , discoloration, presence of spilled or leaked material (standing liquid), 
erosion, corrosion, and valve conditions. 

Check dike or berm systems for: level of precipitation in dike/available capacity, operational status of drainage valves (closed), dike 

or berm impermeability, debris, erosion, impermeability of the earthen floor/walls of diked area, and location/status of pipes, inlets, 
drainage around and beneath containers, presence of oil discharges within diked areas. 

Check retention and drainage ponds for: erosion, available capacity, presence of spilled or leaked material, debris, and stressed 
vegetation. 

Check active measures (countermeasures) for: amount indicated in plan is available and appropriate; deployment procedures are 

realistic; material is located so that they are readily available; efficacy of discharge detection; availability of personnel and training, 

appropriateness of measures to prevent a discharge as described in § 112.1 (b). 
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SPCC INSPECTION AND TESTING CHECKLIST 
Appendix B: Required Documentation of Tests and Inspections 

Records of inspections and tests required by 40 CFR part 112 signed by the appropriate supervisor or inspector must be kept with the 
SPCC Plan for a period of three years. Records of inspections and tests conducted under usual and customary business practices will 
suffice. Documentation of the following inspections and tests should be kept with the SPCC Plan. 

los~on or Test · 

112.7--Gen~ral SP~C Requirements 

(d) Integrity testing is conducted for bulk storage containers with no secondary 
containment system and for which an impracticability determination has been 
made 

(d) Integrity and leak testing of valves and piping associated with bulk storage 
containers with no secondary containment system and for which an 
impracticability determination has been made 

(i) Evaluate field-constructed aboveground containers for potential for brittle fracture 
or other catastrophic failure when the container undergoes a repair, alteration, 
reconstruction or change in service 

112._8/112.12-0nshore .facilities (excluding produc~on) 

(b)(2) Storm water released from facility drainage directly to a watercourse is 
inspected and records of drainage are kept 

(c)(3)(iv) Rainwater released directly from diked containment areas to a storm drain 
or open watercourse is inspected and records of drainage are kept 

(c)(4) Regular leak testing of completely buried metallic storage tanks 

(c)(6) Aboveground containers, supports and foundations tested for integrity on a 
regular schedule 

(c)(6) Outside of containers frequently inspected for deterioration, discharges or 
accumulations of oil inside diked areas 

(c)(B)(v) Liquid level sensing devices regularly tested to ensure proper operation 

(c)(9) Effluent treatment facilities are observed frequently enough to detect 
possible system upsets that could cause a discharge as described in 

§112.1(b) 

(d)(1) When buried piping is exposed, it is carefully inspected for deterioration and 
corrosion damage is corrected 

(d)(4) Aboveground valves, piping and appurtenances are regularly inspected and 
the general condition of flange joints, expansion joints, valve glands and 
bodies, catch pans, pipeline supports, locking of valves, and metal surfaces 
are assessed 

(d)(4) Integrity and leak testing of buried piping is conducted at time of installation, 
modification, construction, relocation or replacement 

Comments: 
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SPCC CONTINGENCY PLAN REVIEW CHECKLIST 
Appendix C: 40 CFR Part 1 09-Criteria for State, Local and Regional Oil 

Removal Contingency Plans 
If a facility makes an impracticability determination for secondary containment in accordance with §112.7(d), it is required to provide 
an oil spill contingency plan following 40 CFR part 109. 

-~ 1~.~ev"el_oqme~~~n~ tmpl~m~ntati~n.c·rlte~ ~( State,·local and t.e9lof!al ~II ..iinoval ,coy~Hri~~ncy plans~"'~ v;es ~ ·No 

(a) Definition of the authorities, responsibilities and duties of all persons, organizations or agencies which are to be 
involved in planning or directing oil removal operations. 

(b) Establishment of notification procedures for the purpose of early detection and timely notification of an oil 
discharge including: 

(1) The identification of critical water use areas to facilitate the reporting of and response to oil discharges. 

(2) A current list of names, telephone numbers and addresses of the responsible persons (with alternates) and 
organizations to be notified when an oil discharge is discovered. 

(3) Provisions for access to a reliable communications system for timely notification of an oil discharge, and 
the capability of interconnection with the communications systems established under related oil removal 
contingency plans, particularly State and National plans (e.g., NCP). 

(4) An established, prearranged procedure for requesting assistance during a major disaster or when the 
situation exceeds the response capability of the State, local or regional authority. 

(c) Provisions to assure that full resource capability is known and can be committed during an oil discharge situation 
including: 

(1) The identification and inventory of applicable equipment, materials and supplies which are available locally 
and regionally. 

(2) An estimate of the equipment, materials and supplies which would be required to remove the maximum oil 
discharge to be anticipated. 

(3) Development of agreements and arrangements in advance of an oil discharge for the acquisition of 
equipment, materials and supplies to be used in responding to such a discharge. 

(d) Provisions for well defined and specific actions to be taken after discovery and notification of an oil discharge 
including: 

(1) Specification of an oil discharge response operating team consisting of trained, prepared and available 
operating personnel. 

(2) Predesignation of a properly qualified oil discharge response coordinator who is charged with the 
responsibility and delegated commensurate authority for directing and coordinating response operations 
and who knows how to request assistance from Federal authorities operating under existing national and 
regional contingency plans. 

(3) A preplanned location for an oil discharge response operations center and a reliable communications 
system for directing the coordinated overall response operations. 

(4) Provisions for varying degrees of response effort depending on the severity of the oil discharge. 

(5) Specification of the order of priority in which the various water uses are to be protected where more than 
one water use may be adversely affected as a result of an oil discharge and where response operations 
may not be adequate to protect all uses. 

(e) Specific and well defined procedures to facilitate recovery of damages and enforcement measures as provided 
for by State and local statutes and ordinances. 

• The contingency plan should be consistent with all applicable state and local plans, Area Contingency Plans, and the National 
Contingency Plan (NCP). 
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&EPA United States Environmental Protection Agency 
Washington, D.C. 20460 

Water Compliance Inspection Report . 
Section A: National Data System Coding !i.e., PC$) 

Transaction Code ~ NPOES ~ yrlmolday Inspection Type Inspector Fac Type 

•tclJ 2~ I I I I I I I II 111 121ole:,loiG.Iolll11 1si::j 19lB:J 20W 
"'-_ Remarks 

211 I I I IJ I I I I I TTl I I I IJ I I I I IJJ I I I I I II I I I I I I I I I I I I I~ 

lnspectioO Work Days Facility Self-Monitoring Evaluation Rating Bl OA "eserved 

671 I J J69 1oU 11U nU 7lu_j74 751 I I I I I I I so 

Section 8: Facility Data 

Name and Location of F~~ed (For Industrial users diScharging to POTw. also Entry Tme/Date Peonit Effective Date 
include P07W name and N E permit number} 

j Broc..k. t ov_ w~s-G_wa...-b...c" l'f<0-l.c~ t ?\ <t..\A..t 
3o.3 Oo-k t-/. ... 11 WCJ-t · Exit TlmeiDate Pennit Expiration Date 

8 \-C::... k.:~~=I\A \ M A 0 ~3 0 I 
; 

Name(s) of On-Site Represeotative(syntle(s)IPhone and Fax Number(s) Other Facility Data f:;J·· S/C NA/CS, and other 

p ""-V l., cl N 0 I(""-\:: t> ~ descriptive lilforma ~ 

13voe..i.~"- wo.--~ et. s~~ c.oll<..~ .... a..c.~ A.J.,v.:~.:" fVl,v-J tv-_g,~~'("" f~~~t 
so~ 5'::;5 0 · 7~~5'"" ~ ~o-rw 

Name, Address of Responsible OfliciaVT"Itle/Phone and Fax Number o6~\,M.... ~ . . 
Contacted 

Da..-,..iQ.. . N &-~..-..!vo V'-.. CiJ..-1 es 0 No 

s6ctioo C: Areas Evaluated During Inspection 'Check only those areas evaluated) 

Pennit Self-Monitoring Program Pretreatment UMS4 
~ - -
r:- Recofds/Reports Compliance Sdledules Pollution Prevention - 2: -
1-

Facility Site Review - Laboratory StormWatef 

._ Effluent/Receiving Waters - Operations & Maintenance - Combined Sewer ()ve(1low 

Flow Meastnmeot Sludge Han<lingJDisposal Sanitary Sewer Overftow - !,_ . -
.· · Section D: Summary of Findings/Comments . . . 

(Attach additional sheets of narrative and checklists, Including Single Event V'#Olation codes as necessary) 

SEVGodes SEV Description . 

DOD DO 
DDDDD 
DDDDD 
DDDDD 

~~). AgencyfOffice/Phone and FaX Numbers Date 

Au-;fns E Pti /sr=-0 tc<-r 9trx 17tos . &;/5"'/ 0~ 

Signature of Management Q A Reviewer AQencyiOffice/Phone and Fax Numbers Date 

EPA Form 3560..:1 (Rev 1~j Previous editions are obsolete. 



INSTRUCTIONS 

Section A: National Data System Coding (i.e., PCS) 

Column 1: Transaction Code: Use N, C, or D for New, Change, or Delete. All inspections will be new unless there is an error in the data entered. 

Columns 3~11: NPDES rermit No. Enter the facility's NPDES permit num~r- third character in permit number indicates permit type for U=unpermitted, 
G=general permit, etc.. (Use the Remarlcs columns lo record the Stale permit number, if necessary.) 

Columns 12-17: Iaspedioa Date. Insert the date entry was made into the facility. Use the year/month/day fonnat (e.g., 04/10/01 =October 01, 2004). 

Column 18: laspedioa Type*. Use one of the codes l isted below to describe ihe type of inspection: 

A Perfonnance Audit u IU Inspection with Pretreatment Audit I Pretreatment Compliance (Ovefsight) 
B Compliance Biomonitoring X Toxics Inspection @ Follow-up (enforcement) c Compliance Evaluatioa. (non-sa!Upling) z Sludge - Biosolids 
D Diagnostic .. Combined Sewer Overftow-Sampling { Storm Water-Coostruction-Sampling 
F Pretreatment (Follow~) $ Combined Sewer Overftow-Non-Sampling 

} Storm Water-Coostruction-Non-Sampling 
G ·Pretreatment (Audit) .. Sanitary Sewer Overftow-Sampf~ng 
I Industrial User (IU) Iospection \,& . Sanitary Sewer Overftow-Non-Sampling. Storm Water-Non-Construction-Sampling 
J Complaints \ CAFO-Sampftng 

- Storm Water-Non-Construction-M Multimedia = CAFO-Non-Sampling 
N Spill 2 IU Sampling lospeclion Non-San:pling . 

< s.xm Water-MS4-Sampllng 
0 Compliance Evaluation (OverSight) .3 IU Non-Sampling lnspedion 
p Pretreatment Compliance Inspection 4 IU Toxics Inspection - Storm Water-MS4-Non-Sampling 

R Reconnaissance 5 IU Sampling Inspection with Pretreatment > Stoon Water-MS4-Audit 

s Compliance Sampling 6 IU Non-Sampling Inspection with Pretreatment 
7 IU Toxics With Pretreatment 

Column 19: Inspector Code. Use one of the codes listed below to describe the lead •gency In the Inspection. 

A- State (Contractor) . 0- Other lnspec_tors, Federal/EPA (S~fy in Remarks c:olumns) 
B- EPA (Contracb") P- Other l~t...~~Specify lri Remarks columns) . 
E- Coros of Englneefs R- EPA Regional, .. ~ 
J..:.. Joirit EPNS~e Inspectors-EPA Lead S - State lnSoector . 
l- Local Health Depaffmerlt (State) T- Joint State/EPA lnspectOfS-State lead 
N- NEIC lnspectOfS 

Column 20: F•c:llity Type. Use one of the codes below to de$c:ribe the facility. 

1 - Municipal; Publicly Owned Treatment Works (POTws) with 1987 Standard Industrial Code (SIC) 4952. 
2- Industrial. Other than municipal, agricultural, arid Federal facilities. 
3- Agrirutural. Facilities c:tassified with 1987 SIC 0111 to 0971. 
4- Federal. Facilities kJentified as Federal by the EPA Regional Office. 
5- Oil & Gas. Facilities classified with 1987 SIC 1311 ., 1389. \ 

Columns 21-66: Remarts. These columns are reservoo for remaib at the discretion of fle Region. 

Columns 67-69: Inspection Wed Days. Estimate the ~ Vo"'ftt elfori (to lle nearest 0.1 WOft day), up ., 99.9 days, that were ~ to complete the 
Inspection and submit a OA reviewed report of findings. This estimate inc:ludes the ac:cumulative effort of a1 partic:ipating inspec:tofs; any effort for laboratory 
analyses,~. and remote sensing; and the billed payroll tiine for·nvel and pre and PQSt inspection preparation. This estimate <!oes not require detailed 
documentation. · · 

Column 70: Facility Evaluation R.tlng. Use Information gathered during the lnspec1ion {regardless of Inspection type) to evaluate the CJ1.!8rlly of the facility 
self-mooitoring program. Golde the pn>gram using a scale of 1 ., 5 with a soore of 5 being· used for vefY reliable self-monitoring programs, 3 being 
satisfactory, and 1 being used for very unreliable programs.. · . · 

Column 71: Blomonltortng Information. Enter. D for static testing: Enter F for flow through testing. Enter N for no biomonltoring. 

Column 72: Q1,1ality Assurance . Data Inspection. Enter a if the Inspection was conducted as followup on quality assurance sample results. Enter N 
otherwise. 

Columns 73-80: These columns are reserved for regionany defined information. 

SedJon.B: FacHity Data 

This section Is self-explanatory except for "OCher Facility Data," which may include new Information not in lle pennit or PCS (e.g., new outfals, names of 
receiving waters, new ownership, other updates to the record, SICINAICS Codes, LatitudeJlongitude). 

Sec:tlon C: Areas Evaluated During Inspection 

Check only those areas evaluated by marking the appropriate box. Use Section 0 and additional sheets as necessary. Support the findings, as necessary, 
In a brief narrative report Use the headings given on the report form (e.g., Permit, Records/Reports) when discussing the areas evaluated during the 
inspection. 

Section D: Summary of Flndings/Commen~ 

Briefty summarize the Inspection findings. This summary should abstract the pertinent Inspection findings, not replace the narrative report. Reference a list 
of attachmentS, such as completed c:hec:klists taken from the NPDES Compliance Inspection Manuals and pretreatment glidance documents, including 
effluent data when sampling has been done. Use extra sheets as necessary. 

"Footnote: In addition to the inspeciion types listed above under c:okllm 18, a state may continue to use the following wet weather and CAFO Inspection types 
unb1 the state Is brought Into ICIS-NPDES: K: CAFO, V: SSO, Y: CSO, W: Storm Water 9: MS4. States may also use the new wet weather, CAFO and MS4 
inspections types shown in column 18 of this form. The EPA regions are required to u5e the new wet weather, CAFO, and MS4 inspection types for 
inspections with an inspection date (DTIN) on or after July 1, 2005. 



&EPA United States Environmental Protection Agency 
Washington, D.C. 20460 

Water Compliance Inspection Report . 
Section A: National Data $vstem Coding (i.e., PC$) 

Transaction Code NPOES yrfmolday Inspection Type Inspector FacType 

ltll 2~ 3 lM fjJ ~ II DIBI Nl ifl-51 11 12 IOI~IDI ~I olll 11 18l}j 19lEJ 20w 
Remarks 

21 I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I 166 

Inspection Wor1< Days Facility Self-Monitoring Evaluation Rating Bl QA ResefVed 

671 I J 169 1oU _ 11U nU 7Ju.J74 751 I I I I I I I . lso 

Section B: Facility Data 

Name and Location of F~ijl(}n~ed (For Industrial users discharging to POTW. also E.wy Tme/Date Pecmit Effective Date 
include POTW name and N E permit flumber} . . 

11/!d-/04 e~ck-bo~ .w~&_ We>-t:v f-r::AJ:::~fs r-:119..\.A.t 
s 0 3 Do.- k H i..\1 w ~ tt-.(Lb ~ -:r:. Exit TimeiDate Permit Expiration Date 

'&'\'-Oc.. I~;:_ 4:-o ""- ) f\.1 A D ';;)... () / ' 

Name(s) of On-$ite Representative(syrltle(s)IPhone and Fax Number(s) Other Facility Data~-· S/C NA/CS, and other 

R~~ L~'} a... .f':.S e.. ) s~~-b. 
descriptive lilfonna ~ 

Ha__....--t ~~VL.-<L~'V'--~. C.ar-r. p k.OI-b ~ -:r::. 
. Q..u-~~\a_""'&._, ~I o ?-.. <?;Coi> 4 CoV<.h~c..4o~ 

Name, Address of Responsible OffidaVT'Itle/Phone and Fax Number 

~a._ i- l-a.. d-6._ ~ .s. .e... . 

(4ol ) 05'~- Li (pOD 

~ed 0 No 

section C: Areas Evaluated During Ins~ fun Check_only those areas evaluated) 

1--
Permit Self-Monitoring Program Pretreatment . UMS4 - f--

,__ Records/Reports - Compiance "Schedules 

~ 
Pollc.rtion Prevention 

.:...._ Facility Site Review - laboratory Stonn Water -

_ EtlluentiReailving Waters 
1--

Operations & Maintenance 
f--

Combined_ Sewer Over1low 

_ Flow MeaslrefTlellt Sludge Handlingn:>isposal ~....- Sanitary Sewer Ovefftow 
'-- · 

_· · ·Section D: Summary of Findings/Coinments _ 
(Attach.additiona/ sheets of narrative and checldists, including Single Event VIOlation codes as necessary) 

SEVCodes SEV Description 

00000 
DOD DO 
DOD DO 
00000 

Name(s) ::t_ Signatll'e(s) of lnspectQ!(s). AgencyfOfficeiPhone and Fax Numbers Date 

A ·~ ~-
cfA /sEtiJ . ~ /5'/ o(o A...-( ~ ~ A...o f_p-J ~ II '11 % 17fo~ , 

Signature of Management Q A Reviewer Agency/Office/Phone and Fax Numbers Date 

EPA Form 3560.:1 (Rev 1.Q6) Previous editions we obsolete. 



INSTRUCTIOI'iS 

Section A: National Data System Coding (i.e., PCS) 

Column 1: Transaction Code: Use N, C, or D for New, Change, or Delete. All inspections will be new unless there is an error in the data entered. 

Columns 3-11: NPDES Permit No. Enter the facility's NPDES permit number - third character in permit number indicates permit type for U=unpermitted, · 
<Fgeneral permit, etc.. (Use the Remarks columns to record the State permit number, if necessary.) · . 

Columns 12-17: Iospectioa Date. Insert the date entry was made into the facility. Use the year/month/day format (e.g., 04/10/01 =October 01, 2004). 

Column 18: lospectioa Type*. Use one of the codes listed below to describe the type of inspection: 

A Performance Audit u IU Inspection with Pretreatment Audit Pretreatment Compliance (Oversight) 
B Compliance Biomonitoring X Toxics Inspection 

@ Follow-up (enforcement) c Compliance Evaluation (non-sampling) z Sludge - Biosolids 
D Diagnostic .. COmbined Sewer Over11ow-8ampling { Stonn Water-Coo$truction-8ampling 
F Pretreatment (Follow-up) $ COmbined Sewer Overllow-Noo-Sampling 

}' Stonn Water-Construction-Non-Sampling G Pretreatment (Audit) .. Sanitary Sewer Over1low-5ampl'tng 
I Industrial User (IU) Inspection '·,& Sanitary Sewer Overllow-Non-Sampling' Stonn Water-~Sampling 
J Complaints \ CAFO-Salll>ling 
M Multimedia = CAFO-Non-sampling - Stonn Water-Non-Construction-
N Spill 2 IU Sampling Inspection Noo-San:pling . 
0 Compliance Evaluation (OverSight) 3 IU Non-sampling Inspection < Stxm Water-MS4~ 
p Pretreatment Compliance Inspection ... IU Toxics Inspection - Storm Water-MS4-Non-8ampling 
R Reconnaissance 5 IU Sampling Inspection with Pretreatment > Stocm Water-MS4-Audit 
s Compliance Sampling 6 IU Non-sampling Inspection with Pretrea~ 

7 IU Toxics with Pretreatment 

Column 19: Inspector ~e. Use one of the c:odes listed .below to describe the lead agency In the Inspection. 
A- State {Contractor) . 0- Other 1~. FederaVEPA (S~fy in Rernal'k.s columns) 
B - EPA (Contractor) P- Other 1~~-..~ta~Specify lri Rema!i(s columns) . E- Coros of Eooineers R- EPA Regional"~ J _.:_ Joirit EPNState lnsoectors-EPA Lead S- State lnSoector . 
L- Local Health Depalfment (State) T- Joint State/EPA Inspectors-State lead 
N - NEIC Inspectors 

Column 20: Facility Type. Use one of the c:odes below to d0$crlbe the facility. 

1- Municipal. PublidyOwned Treatment Works (POTws) with 1987 Standard Industrial Code (SIC) 4952. 
2 - Industrial. Other than municipal. agricultural, and Federal facilities. 
3- AQricultural. Facilities ctassified with 1987 SIC 0111 to 0971 . 
4- Federal. Faalities klentified as Federal by the EPA Regional Office. 
5- Oil~ Gas. Faciities ctassified with 1987 SIC 1311 to 1389. 

Columns 21-66: Remartts. These columns are resetved .for reinafb at the discretion of the Region. 
Columns 67-69: Inspection Woc1t Days. Estimate the total WOfic effort (to the nearest 0.1 wortt day), up to 99.9 days, that were used to complete the 
Inspection and submit a QA reviewed report of findings. This estimate Includes the accumulative effort of al participating lnspedors; atrf etrort for laboratory 
analyses, testing, and remote sensing; and 1he blled pa~ tiine for nvel and pre and post Inspection preparation. This estimate doeS not require detailed 
documentation. · 

Column 70: FaciiKy Evaluation Rating. Use Information gathec'ed during 1he inspection (regarcJess of lnspectiori type) to evaluate the q4arrty of the facility 
self-monitoring program. Grade 1he program using a scale of 1 to 5 with a score of 5 being used for very reliable self-monitoring programs, 3 being 
satisfactcxy, and 1 ~ used for very unreliable programs .. 

Column 71: Blomonltoring Information. Enter. D for static testing: Enter F for flow through testing. Enter N for no biomonitoring.-
Column 72: Q~llty Assurance Data Inspection. Enter Q If the Inspection was conducted as followup on quality assurance sample results. Enter N 
otherwise. 

Columns 73-80: These columns are reserved for regionany defined information. 

Section.B: Facility Data 
This section is self-explanatory except for "Other Facility Data," which may include new Information not in the permit or PCS (e.g., new outfals, names of 
receiving waters, new ownership, othec' updates to the record, SICINAICS Codes, latitude/longitude). · 

Section C: Areas Evaluated During Inspection 
Checic only those areas evaluated by maricing the appropriate box. Use Section D and additional sheets as necessary. Support the findings, as necessary, 
in a brief narrative report. Use the headings given on the report form (e.g., Pennit, Records/Reports) when discussing the areas evaluat!!(l during the 
inspection. 

Section D: Swnmary of Flndings/C~ 
Briefly summarize the Inspection findings. This sunvnary should abstract the pertinent inspection findings, not replace the narrative report. Refere.nce a _list 
of attachments, such as completed checkists taken from the NPDES Compliance Inspection Manuals and pretreatment guidance documents, 11dudtng 
effluent data when sampling has been done. Use extra sheets as necessary. 

*Footnote: In addition to the inspection types isted above under column 18, a state may continue to use the following wet weather and CAFO inspection types 
until the state Is brought into ICIS-NPDES: K: CAFO, V: SSO, Y: CSO, W: Stonn Water 9: MS4. States may also use the new wet weather, CAFO and MS4 
inspections types shown in column 18 of this form. The EPA regions are required to use the new wet weather, CAFO, and MS4 inspection types for 
inspections with an inspection date (DTIN) on or after July 1, 2005. 



&EPA United States Environmental Protection Agency 
Washington, D.C. 20460 

Water Compliance Inspection Report . 
Section A: National Data Svstem CodinQ f i.e., PCS) 

Transaction Code NPDES yrlmolday InspectiOn Type Inspector FacType 

tt!J 2l:J 3 ~IAI~IIIO t:l!lsl~ 11 12 101~1 biG?Ioltln t(ll}J 19lli.J 20w 

Remarks 

211 I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I i I I I hE 
lnspectioO Work Days facility Self-Monitoring Evaluation Rating Bl QA Reserved 
671 I J 169 7oU 11U nU 7lll..J74 751 I I I I I I lao 

Section 8 : Facility Data 

Name and Location of Fad~ln~ed (For Industrial users discharging to POTW, also Entry Tine/Date Peonit Effective Date 
Include POTW name and N E permit number} 3/ts- /o~ B-.- oc.. k .leo"-W0-2. ~uJo-tc:.. '<' I v- e.. CA.-*~ \.0-t FO-~~ 
3D3 oo-.-k_ 4c..ll w~ pt....~e.J:t Exit Tine/Date Peonit Expiration Date 
\3..-oc.J:: .. ~'-'-- '\ M ~ o :;2.. "'3 o t · · 

Name{s) of On-Site Representative(syntle(s)IPhooe and Fax Number(s) Other Facility Data /:;g·· SIC NAICS, _and other 

Ko Loe'<"'t 'B \'-'-.......... -E.. ' 1 S ...._ f"t· descriptive lilforma ~ 

0u- I ~ k_ C..e::> lA....!:> -\:,.,.."""- c. 1:::. -.. ..... ~ c c::>. Pl.~ -e.. :n:: 
. :<. C-o \lv\.~~Y"' t:.(_.o.-\ ~-b. 

C:.V--6-t~c..~\-'._ stAo-.<'o""- 1 M A- O ~OC..7 
Name, Address of Responsible OfficiaVT"Itle/Phone and Fax Number 

· f<obt--r t ~{u_W-t- _· Contacted 

t:e..-1 ! Q ~ I) 7 q 3 .-99 ~ 8' . rn" Yes 0 No 

~ C: Areas Evaluated During Inspection 'Check ody those areas evaluated) 

r- Permit 
1--

Self-Monitoring Program 
f--

Pretreatment - UMS4 
t-

Records/Reports r- Cornplianc8 'Sdledules 

- ~ 
Po!Mion Prevention 

.. 

1--
Facility Site Review 

1--
Laboratory Storm Water 

._ Effluent/Receiving Waters 
1--

Operations & Maintenance r- Combined Sewer Overflow .. 
Flow Measwement Sludge HanclingiDisposal Sanitary Sewer Overftow - . '- · .....__ . 

_· - Section D: Summary of Findings/Comments . . 
(Attach additional sheets of narrative and checldists, Including Single Event VIOlation codes, as necessary) 

· SEVCodes SEV Description 

DODDD 
DDDDD 
DDDDD 
DDDDD 

Name(s~and Signatt.We{s) of lnsped...QI'(s) . AgencyfOfficeiPhone and Fax NUmbec-s Date 

.L ,_--(3;_ A EPA /3~0 (p/~loC.. ~A'~ -' 1'--lA.Jli5 {, 1/ <=? ! <!< t7C,5' 
I 

SignatUf'e of Management Q A Reviewer AgeocyiOffice/Phone and Fax Numbers Date 

EPA Fonn 3560-3 (Rev 1~) Previous editions are obsolete. 



INSTRUCTIONS 

Section A: National Data System Coding (i.e., PCS) 

Column 1: Transactioa Code: Use N, C, or D for New, Change, or Delete. All inspections will be new unless there is an error in the data entered. 

Columns 3-11: NPDES l'ermit No. Enter the facility's NPDES permit nurn~r- third character in permit number indicates permit type for U=unpermitted, 
G=general permit, etc ... (Use the Remarks columns to record the State permit number, if necessary.) · 

Columns 12-17: lospectioa Date. Insert the date entry was made into the facility. Use the year/month/day fonnat (e.g., 04/10/01 =October 01, 2004). 

Column 18: Iaspectioa Type*. Use one of the codes listed below to describe ihe type of inspection: 

A Performance Audit 
B Compliance Biomonitoring 
C Compliance Evaluation (non-sampling) 
D Diagnostic 
F Pretreatment (Follow-up) 
G ·Pretreatment (Audit) 
I Industrial User (IU) Inspcctioo 
1 Complaints 
M Multimedia 
N Spill . 
0 Comprtance Evaluation (Oversight) 
P Pretreatment Compliance Inspection 
R Reconnaissance 
S Compliance Sampling 

U IU Inspection with Pretreatment Audit 
X Toxics Inspection 
Z Sludge - Biosolids 
tt Combined Sewer Overflow-Sampling 
$ Combined Sewer Overllow-Non-Sampling 

· + Sanitary Sewer Ovec1low-$ampflfl9 
', & Sanitary Sewer Overllow-Noo·Sampling' 

\ CAFO.Sa~ng 
= CAFO-Non-Samping 
2 IU Sampling Inspection 
3 IU Non-Sampling Inspection 
"' IU Toxics Inspection 
5 IU Sampling lnspectioo with Pretreatment 
6 IU Non-5ampling Inspection with Pretreatment 
i IU Toxics with Pretreatment 

\ 

Pretreatment Compliance (Oversight) 

@ Follow-up (enforcement) 

{ Stoon Water-Coostruction-Sampling 

} · Stoon Water-Coostruction-Non-Sampling 

Stoon Water-Non-Construction-Sampling . 

- Storm Water-Noo-Construction-
Non-Sall)pling .· 

< Stoon Water-MS4-Sampling 

- Storm Water-MS4-Non..sampling 
> Stonn Water-MS4-Audit 

Column 19: Inspector C4xfe. Use one of the codes listed below to describe the lead •gencyln the Inspection. 

A-
8-
E­
J..;. 
l­
N-

State (Contractor) · 
EPA (Contraclor) 
Coros of Eooineers 
Joirit EPA/State lnsoe<:tors-EPA Lead 
Local Health Deparfment (State) 
NEIC lnspectcxs 

0- Other lnspec_tors, FederctiiEPA (S~fy in Remarks columns) 
P- Other ln~~_State (Specify iri Rerna!i(s columns) . 
R- EPA Regional ~nspecbr 
S - State lnSoector . 
T- Joint State/EPA Inspectors-State lead 

Column 20: Facility Type. Use one of the codes below to de$cribe the facility. 

1- Municipal; Publicly Owned Treatment Works (POTws) with 1987 Standard Industrial Code (SIC) "952. 
2- Indus~. Other than municipal, agricultural, and Federal facilities. 
3- Agricultural. Fadlities classified with 1987 SIC 0111 to 0971 . 
"'- Federal. Facilities Identified as Federal by the EPA Regional Office. 
5- Oil & Gas. Facilities classified with 1987 SIC 1311 to 1389. 

Columns 21-66: Remarts. These c:olumns are reservoo for remarks at the discretion of fle Region. 

Columns &7~9: Inspection Wortc Days. Estimate the total wot1c effort (to fle nearest 0.1 wcx1c day), up to 99.9 days, that were used to complete the 
inspection and submit a QA reviewed report of findings. This estimate Includes the accumulative effort of al participating Inspectors; any effort for laboratory 
analyses, testing, and remote sensing; and the billed payroll tiine forhvel and pre and post inspection preparation. This estimate does not require detailed 
<lcx:urnentation. . . 

Column 70: Facility Evaluation Rating. Use i"lformation gathered during the Inspection {regardless of inspection type) to evaluate the ~rrty of the facility 
self-monitoring program. Grade the program using a. scale of 1 to 5 with a score of 5 being used for very reliable self-monitoring programs, 3 being 
satisfactcxy, and 1 being used for very unref"table programs.. · 

Column 71: Blomonftoring Information. Enter.D for static testing: Enter F for flow through testing. Enter N for no biomonitoring, 
. . . 

Column 72: Quality Assurance Data Inspection. Enter a If the ilspection was conducted as toaowup on quality assurance sample results. Enter N 
otherwise. 

Columns 73-80: These columns are reserved for regionany defined information. 

· Section B: !=acUity Data 

This section is self-explanatory except for "'ther Facility Data," which may indude new i"lformation not in the permit or PCS (e.g., new outfals, names of 
receiving waters, new ownership, ~updates to the record, SICJNAICS Codes, Latitude/longitude). 

Section C: Areas Evaluated During Inspection 

Check only those areas evaluated by mat1dng the appropriate box. Use Section D and additional sheets as necessary. Support the findings, as necessary, 
in a brief narrative report. Use the headings given on the report form (e.g., Permit, Records/Reports) when discussing the areas evaluated during the 
inspection. · 

Section D: summary of Flndings/Commen~ 

Briefly summarize the lnspectioo findings. This summary should abstract the pertinent inspection findings, not replace the narrative report. Reference a list 
of attacflments, such as c:ompleted c:he<:ldists taken from the NPOES Compliance Inspection Manuals and pretreatment guidance documents, including 
effluent data when sampling has been done. Use extra sheets as necessary. 

•Footnote: In addition to the inspection types isted above under column 18, a state may continue to use the following wet weather and CAFO inspectioo types 
until the state is brought into ICIS-NPOES: K: CAFO, V: SSO, Y: CSO, W: Storm Water 9: MS4. States may also use the new wet weather, CAFO and MS4 
inspectiOns types shown in column 18 of tlis fonn. The EPA regions are required to use the new wet weather, CAFO, and MS4 inspection types for 
Inspections with an inspection date (DTIN) on or after July 1, 2005. 



JUN 2 6 2007 

&EPA 
United States Environmental Protection Agency 

Washington, D.C. 20460 

Water Compliance Inspection Report 
Section A: National Data System Coding (i.e., PCS) 

Transaction Code NDPES yy/mm/dd Inspection Type Inspector Fac Type 

1l____tU 2U 31M l11 1BL£j 

...,. 
A 0 1 0 1 0 1 0 111 121 0 7 0 6 0 5 19 Ld::J 20 l______!J 

Remarks 
211 I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I Iss 
Inspection Work Days Facility Self-Monitoring Evaluation Rating 81 QA Reserved 
67u.~69 zol:J 71 l!:J nl!:j 731__j 74 75 1 180 

Section B: Facility Data 
Name and Location of Facility Inspected (For industrial users discharging to POTW, also Entry Time/Date Permit Effective Date . 
indude POTW name and NDPES permit number) 6:30AM 6/05/0/ 1211/2006 

BROCKTON A WRF: 303 OAK HILL WAY BROCKTON MA 02401 NPDES#MAOIOIOIO 

Exit Time/Date Permit Expiration Date 
3:30PM 6/5/07 11/30/2011 

Name(s) of On-Site Representative(s)!Title(s)/Phone and Fax Number(s) Other Facility Data 
JAMES LAUZON PROJECT MANAGER *VEOLlA 508-580-7885, FAX 508-559-0760 
ERNIE PERSECHINO ASSISTANT PROJECT MANAGER Facility is currently in phase II, Ill 

upgrade construction. All secondary DAVE NORTON (city ofbroclct<>n) 
treatment is going thru sand filtration. 

Name, Address of responsible Official/Title/Phone and Fax Number. 
MICHAEL THORESON . COMMISSIONER DPW #508 580-7135, FAX: 508 580-7169 
CITY HALL, 45 SCHOOL STREET, BROCKTON, MA 02301 -9927 Contacted 

[8]Yes 0No 

Section C: Areas Evaluated During Inspection (Check only those areas evaluated) 

iP"m" i Solf-Mo"'"""' Progrem ~Pre-<mom 0MS4 
Records/Reports Compliance Schedules Pollution Prevention 
Facility Site.Review Laboratory Storm Water 
EffluenV~eceiving Waters Operations & Maintenance Combined Sewer Overflow 
Flow Measurement Sludge Handling/Disposal Sanitary Sewer Overflow 

' Section D: Summary of Findings/Comments (Attach additional sheets of narrative and checklists as necessary) 

SEVCodes SEV Description 

I I I l l 

see inspection memo/report 

Name(s) and Signature(s) of lnspector(s) Agency/Office/Phone and Fax Numbers Date 
Joseph Shepherd MADEP - SERO 508 946 2756 6/6/2007 
David Burns MaDEP - SERO 508 .946 2738 
Steve Couto USEPA, OES- SEW /671-918-1765 
Signature of Management QA Reviewer Agency/Office/Phone and Fax Numbers Date 





OCT 2 4 2006 

United States Environmental Protection Agency Form Approved. 

Washington, D.C. 20460 OMB No. 2040-0057 

Water Compliance Inspection Report Approval expires I 0-31-95 

Section A: National Data System Coding (i.e., PCS) 

Transaction Code NPDES yy/mm/dd Inspection Type Inspector Fac Type 

·~ 2u 3IMI A I o l•l o l I I o I• I o I " 12 I o I 6 I o 1 6 1 o I • I 17 18~ 19~ 20~ 

Remarks 

2 d I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I 166 

Inspection Work Days Facility Self-Monitoring Evaluation Rating Bl QA --------------------- Reserved --------------------

67~ .l:J 69 70u 71~ 72~ 73LU 74 751 I I I I I I l 8o 

Section B: Facility Data 

Name and Location of Facility Inspected (For indust rial users discharging to POlW, also Entry Time/Date Permit Effective Date 

include POlW name and NDPES permit number) 9:30AM 6/01 /06 30-Sep-1998 

BROCKTON A WRF: 303 OAK HILL WAY BROCKTON MA 0240 I NPDES#MAOlOIO IO Exit Time/Date Permit Expi ration Date 

3:15PM 6/01106 30-Sep-2003 

Name(s) of On-Site Representative(s)/Title(s)/Phone and Fax Number(s) Other Facility Data 

JAMES LAUZON PROJECT MANAGER •VEOLIA 508-580-7885, FAX 508-559-0760 south side unavailable due to construction 

ERNIE PERSECHINO ASSISTANT PROJECT MANAGER PELS is coming along fi ne. Diversion pipe to be 

DAVE NORTON (city of brockton) unavailable for period of time. 

Name, Address of responsible OfficiaVfitle/Phone a nd Fax Number. presses removed, redundancy to centrifuge is trucking 

Michael Thoreson. COMMISSIONER DPW #508 580-7135, FAX: 508 580-7169 Contacted screening monster in place much improves screenings 

CITY HALL, 45 SCHOOL STREET, BROCKTON, MA 02301-9927 0 ves D No area 

Michael Thoreson is now the commissioner of public works as of July 2004 

Section C: Areas Eva luated During Inspection (Check only those areas evaluated) 

; p,.m;o ~ Fl~ M-•rem•"' ~ Op•no;,, & M,;,,.,.,,. ~ CSOfflSO '""'' 0."11~) 
Records/Reports Self-Monitoring Program Sludge Handling/Disposa l Pollution Prevention 

Facility Site Review Compliance Schedu les Pretreatment Multimedia 

Efnu ent/Receiving Waters Laboratory Storm Water Other: SPCC 

~ 
Section D: Summary of Findings/Comments (Attach additional sheets of narrative and checklists as necessary) 

WALK THROUGH FACILITY Finished inspection cin June 14th Construction of upgrade phase I :nearly completed phase ll: STARTED. phase In OUT TO BID 

high flow management during construction especially thi s spring/summer has been a challenge due to south side being unavailable. 

One RAS pump seal needed attention , sludge presses removed , (trucking is all to centrifuge) chlor & dechlor 

note: SPCC requirements/update being addressed by EPA 

Contract operated by Veolia Water NA 
FEDERAL CONSENT DECREE BEING NEGOTIATED- EPA LEAD 

Name(s) and Signature(s) of lnspector(s) Agency/Office/Phone and Fax Numbers Date 

JOSEPH SHEPHERD DEP SERO LAKEVILLE 508 946-2756 6/ 14/2006 

DAVE BURNS DEP SERO LAKEVILLE, 508 946-2757 

STEVE COUTO EPA 617 918-1765 

~ignature of Management QA Reviewer Agency/Office/Phone and Fax Numbers Date 

EPA Form 3560-3 (electronic version) (Rev 9-94) Previous editions are obsolete. 





ocr - 6 2oos 

United States Environmental Protection Agency Form Approved. 

Washington, D.C. 20460 OMB No. 2040-0057 

Water Compliance Inspection Report Approval expires I 0-31-95 

Section A: National Data System Coding (i.e., PCS) 

Transaction Code NPDES yy/mm/dd Inspection Type Inspector FacType 

I~ 2u 31MIAI 0 I 1 I 0 1 I I o 1 1 I o lu 12 I o I 5 I o 1 3 1 2 19 1 17 18~ 19L.:J 2ol:J 

Remarks 

zd I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I 166 

Inspection Work Days Facility Self-Monitoring Evaluation Rating Bl QA -------Reserved--------
67~ . L:J 69 70u 71~ 72~ 73w74 751 I I I I I I l 8o 

Section B: Facility Data 

Name and Location of Facility Inspected (For industrial users discharging to POTW, also Entry Time/Date Permit Effective Date 
include POTW name and NDPES permit number) 2:30PM 3/29/05 30-Sep-1998 

BROCKTON AWRF: 3030AKHILLWAYBROCKTONMA02401 NPDES#MAOIOIOIO Exit Time/Date Permit Expiration Date 

4:15PM 3/29/05 30-Sep-2003 
Name(s) of On-Site Representative(s)/Title(s)/Phone and Fax Number(s) Other Facility Data 
AMES LAUZON PROJECT MANAGER *VEOLIA 508-580-7885, FAX 508-559-0760 

ERNIE PERSECIDNO ASSISTANT PROJECT MANAGER 

DAVE NORTON (city of brockton) 

Name, Address of responsible Officialffitle/Phone and Fax Number. 

Michael Thoreson. COMMISSIONERDPW#508 580-7135, FAX: 508 580-7169 Contacted 

~ITY HALL, 45 SCHOOL STREET, BROCKTON, MA 02301-9927 0Yes D~o 
Michael Thoreson is now the commissioner of public works as of July 2004 

Section C: Areas Evaluated During Inspection (Check only those areas evaluated) 

;·~· ~flow -·~••• ~ Opt~tioM & Maiol<ooore ~ CSO/SSO <-• o,;..w) Records/Reports Self-Monitoring Program Sludge Handling/Disposal Pollution Prevention 
Facility Site Review Compliance Schedules Pretreatment Multimedia 
Effluent/Receiving Waters Laboratory Storm Water Other: 

Section D: Summary of Findings/Comments (Attach additional sheets of narrative and checklists as necessary) 

WALK THROUGH FACILITY 

high flow management during construction 

construction of upgrade phase I IN PROGRESS 

FEDERAL CONSENT DECREE BEING NEGOTIATED- EPA LEAD 

Name(s) and Signature(s) oflnspector(s) Agency/Office/Phone and Fax Numbers Date 

DAVE BURNS DEP SERO LAKEVILLE, 508 946-2757 

Signature of Management QA Reviewer Agency/Office/Phone and Fax Numbers Date 

EPA Fonn 3560-3 (electronic version) (Rev 9-94) Previous editions are obsolete. 





United States Environmental Protection Agency Form Approved. 

Washington, D.C. 20460 OMB No. 2040-0057 

Water Compliance Inspection Report Approval expires I 0-31-95 

Section A: National Data System Coding (i.e., PCS) 

Transaction Code NPDES yy/mm/dd Inspection Type Inspector Fac Type 

I~ 2u 31 M l A I 0 II I 0 I I I 0 1 1 I 0 Ill 12 I o I 2 I o 1 7 1 1 I o I 17 18~ t9l::J 20L:J 

L J 

Remarks 

2 d I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I 166 

Inspection Work Days Facility Self-Monitoring Evaluation Rating Bl QA ----- ----Reserved-------------

67~ .~ 69 70u 71~ 72~ 73LU 74 751 I I I I I I l 8o 

Section B: Facility Data 

I Name and. Location of Facility Inspected (For industrial users discharging to POTW, also Entry Time/Date Permit Effective Date 

include POTW name and NDPES permit number) 9:00AM 7/ 10/02 30-Sep-1998 

BROCKTON A WRF: 303 OAK HILL WAY BROCKTON MA 0240 I NPDES#MAO I 0 I 0 I 0 Exit Time/Date Permit Expiration Date 

4:00:00PM 7/ 15/02 30-Sep-2003 

Name(s) of On-Site Representative(s)!Title(s)/Phone and Fax Number(s) Other Facility Data 

HUGH SPRURWAY PROJECT DIRECTOR • 508-580-7885, FAX 508-559-0760 

USFlLTER 

Name, Address of responsible Official/Title/Phone and Fax Number. 

ROBERT SMITH COMMISSIONER DPW #508 580-7135, FAX: 508 580-7169 Contacted 

CITY HALL, 45 SCHOOL STREET, BROCKTON, MA 02301-9927 0 Yes DNo 

Section C: Areas Evaluated During Inspection (Check only those areas evaluated) 

;··=·· ~ FOow M~o~m•" ~ Opmo;,,. & ""'""""u ~ CSOISSO '""" <Mrllow) 
Records/Reports Self-Monitoring Program Sludge Handling/Disposal Pollution Prevention 

Facility Site Review Compliance Schedules Pretreatment Multimedia 

Effluent/Receiving Waters Laboratory Storm Water Other: 

Section D: Summary of Findings/Comments (Attach additional sheets of narrative and checklists as necessary) 

lNSPEDTION OF FACILITY FOR POTENTIAL HLE ACTION 

I Name(s) and Signature(s) of lnspector(s) Agency/Office/Phone and Fax Numbers Date 

joseph shepherd, dave bums, DEP SERO LAKEVILLE, 508 946-2756, 508 945 2738 

ERIC HALL EPA 617 918-1880 

Signature of Management QA Reviewer Agency/Office/Phone and Fax Numbers Date 
I 

I . ·!J 
I I A/fl., 

EPA Form 3560-3 (electronic version) (Rev 9-94) Previous editions are obsolete. ·~, -~ )r ~r 
' -~ -





United States Environmental Protection Agency Fonn Approved. 

Washington, D.C. 20460 OMB No. 2040-0057 

Water Compliance Inspection Report Approval expires I 0-31-95 

Section A: National Data System Coding (i.e., PCS) 

T ransaction Code NPDES yy/mm/dd Inspection Type Inspector FacType 

1~ 2 u JIM I A i o l t l o l I I o 1 1 I o l 11 12 I o I 2 I o I t 1 3 1 o I 17 18~ t9l::J 2ol2_j 

Remarks 

2 d I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I 166 

Inspection Work Days Faci li ty Self-Monitoring Evaluation Rating B1 QA ---Reserved-------

67L1:J. ~ 69 70u 71L::J nl.::J 73L1J 74 75 1 I I I I I I l 8o 

Section B: Facility Data 

I Name and Location of Facility Inspected (For industrial users discharging to POTW, also Entry Time/Date Permit Effective Date 

include POTW name and NDPES permit number) !O:OOAM 1/30/02 30-Sep-1998 

BROCKTON A WRF: 303 OAK HlLL WAY BROCKTON MA 0240 I NPDES#MAOIOIOIO Exit Time/Date Permit Expiration Date 

4:30:00PM 1/30/02 30-Sej>-2003 

Name(s) of On-Site Representative(s)/Title(s)/Phone and Fax Number(s) Other Facili ty Data 

HUGH SPRURWA Y PROJECT DIRECTOR • 508-580-7885, FAX 508-559-0760 

USFILTER 

Name, Address of responsible Official/Title/Phone and Fax Number. 

ROBERT SMITH COMMISSIONER DPW #508 580-7135, FAX: 508 580-7169 Contacted 

CITY HALL, 45 SCHOOL STREET, BROCKTON, MA 02301-9927 0 Yes D No 

Section C: Areas Evaluated During Inspection (Check only those areas evaluated) 

~P.,mlO ~ Flow M~"'~'"' ~ Op"""M & M•loOoo'"'' ~ CSOISSO (Rw" O.UH~) 
Records/Reports Self-Monitoring Program Sludge Handling/Disposal Pollution Prevention 

Facility Site Review Compliance Schedules Pretreatment Multimedia 

Effluent/Receiving Waters Laboratory Storm Water Other: 

Section D: Summary of Findings/Comments (Attach additional sheets of narrative and checklists as necessary) 

INSPEDT!ON OF FACILITY FOR O&M AND HOUSEKEEPING IMPROVEMENTS 

[ Name(s) and Signature(s) oflnspector(s) Agency/Office/Phone and Fax Numbers Date 

JOE SHEPHERD DEP SERO LAKEVILLE, 508 946-2756 

JEFFERY GOULD DEP SERO LAKEVILLE, 508 946-2757 

Signature of Management QA Reviewer Agency/Office/Phone and Fax Numbers Date . 
If ; /Af'L, 

EPA Fonn 3560-3 (electron ic version) (Rev 9-94) Previous editions are obsolete. 1 r ' 




